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Abstract
Free cooling lowers datacenter costs significantly, but
may also expose servers to higher and more variable tem-
peratures and relative humidities. It is currently unclear
whether these environmental conditions have a signifi-
cant impact on hardware component reliability. Thus,
in this paper, we use data from nine hyperscale datacen-
ters to study the impact of environmental conditions on
the reliability of server hardware, with a particular fo-
cus on disk drives and free cooling. Based on this study,
we derive and validate a new model of disk lifetime as a
function of environmental conditions. Furthermore, we
quantify the tradeoffs between energy consumption, en-
vironmental conditions, component reliability, and data-
center costs. Finally, based on our analyses and model,
we derive server and datacenter design lessons.

We draw many interesting observations, including (1)
relative humidity seems to have a dominant impact on
component failures; (2) disk failures increase signifi-
cantly when operating at high relative humidity, due to
controller/adaptor malfunction; and (3) though higher
relative humidity increases component failures, software
availability techniques can mask them and enable free-
cooled operation, resulting in significantly lower infras-
tructure and energy costs that far outweigh the cost of the
extra component failures.

1 Introduction

Datacenters consume a massive amount of energy. A
recent study [18] estimates that they consume roughly
2% and 1.5% of the electricity in the United States and
world-wide, respectively. In fact, a single hyperscale dat-
acenter may consume more than 30MW [7].

These staggering numbers have prompted many ef-
forts to reduce datacenter energy consumption. Perhaps
the most successful of these efforts have involved reduc-
ing the energy consumption of the datacenter cooling
infrastructure. In particular, three important techniques

∗This work was done while Ioannis was at Microsoft.

have helped reduce the cooling energy: (1) increasing
the hardware operating temperature to reduce the need
for cool air inside the datacenter; (2) building datacen-
ters where their cooling can directly leverage the outside
air, reducing the need for energy-hungry (and expensive)
water chillers; and (3) eliminating the hot air recircula-
tion within the datacenter by isolating the cold air from
the hot air. By using these and other techniques, large
datacenter operators today can report yearly Power Us-
age Effectiveness (PUE) numbers in the 1.1 to 1.2 range,
meaning that only 10% to 20% of the total energy goes
into non-IT activities, including cooling. The low PUEs
of these modern (“direct-evaporative-cooled” or simply
“free-cooled”1) datacenters are substantially lower than
those of older generation datacenters [14, 15].

Although lowering cooling costs and PUEs would
seem like a clear win, increasing the operating tempera-
ture and bringing the outside air into the datacenter may
have unwanted consequences. Most intriguingly, these
techniques may decrease hardware component reliabil-
ity, as they expose the components to aggressive environ-
mental conditions (e.g., higher temperature and/or higher
relative humidity). A significant decrease in hardware re-
liability could actually increase rather than decrease the
total cost of ownership (TCO).

Researchers have not yet addressed the tradeoffs be-
tween cooling energy, datacenter environmental condi-
tions, hardware component reliability, and overall costs
in modern free-cooled datacenters. For example, the
prior work on the impact of environmental conditions on
hardware reliability [10, 25, 27] has focused on older
(non-free-cooled) datacenters that maintain lower and
more stable temperature and relative humidity at each
spatial spot in the datacenter. Because of their focus on
these datacenters, researchers have not addressed the re-
liability impact of relative humidity in energy-efficient,
free-cooled datacenters at all.

1Throughout the paper, we refer to free cooling as the direct use of
outside air to cool the servers. Some authors use a broader definition.
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Understanding these tradeoffs and impacts is the topic
of this paper. First, we use data collected from the opera-
tions of nine world-wide Microsoft datacenters for 1.5
years to 4 years to study the impact of environmental
conditions (absolute temperature, temperature variation,
relative humidity, and relative humidity variation) on the
reliability of server hardware components. Based on this
study and the dominance of disk failures, we then derive
and validate a new model of disk lifetime as a function
of both temperature and relative humidity. The model
leverages data on the impact of relative humidity on cor-
rosion rates. Next, we quantify the tradeoffs between en-
ergy consumption, environmental conditions, component
reliability, and costs. Finally, based on our dataset and
model, we derive server and datacenter design lessons.

We draw many observations from our dataset and anal-
yses, including (1) disks account for the vast majority
(89% on average) of the component failures regardless
of the environmental conditions; (2) relative humidity
seems to have a much stronger impact on disk failures
than absolute temperature in current datacenter operat-
ing conditions, even when datacenters operate within
ASHRAE’s “allowable” conditions [4] (i.e., 10-35◦C in-
let air temperature and 20–80% relative humidity); (3)
temperature variation and relative humidity variation are
negatively correlated with disk failures, but this is a con-
sequence of these variations tending to be strongest when
relative humidity is low; (4) disk failure rates increase
significantly during periods of high relative humidity,
i.e. these periods exhibit temporal clustering of failures;
(5) disk controller/connectivity failures increase signifi-
cantly when operating at high relative humidity (the con-
troller and the adaptor are the only parts that are exposed
to the ambient conditions); (6) in high relative humidity
datacenters, server designs that place disks in the back of
enclosures can reduce the disk failure rate significantly;
and (7) though higher relative humidity increases com-
ponent failures, relying on software techniques to mask
them and operate in this mode also significantly reduces
infrastructure and energy costs, and more than compen-
sates for the cost of the additional failures.

Note that, unlike disk vendors, we do not have access
to a large isolated chamber where thousands of disks can
be exposed to different environmental conditions in a
controlled and repeatable manner.2 Instead, we derive
the above observations from multiple statistical analy-
ses of large-scale commercial datacenters under their real
operating conditions, as in prior works [10, 25, 27]. To
increase confidence in our analyses and inferences, we

2From these experiments, vendors derive recommendations for the
ideal operating conditions for their parts. Unfortunately, it is very dif-
ficult in practice to guarantee consistent operation within those con-
ditions, as server layouts vary and the environment inside servers is
difficult to control exactly, especially in free-cooled datacenters.

personally inspected two free-cooled datacenters that ex-
perience humid environments and observed many sam-
ples of corroded parts.

In summary, we make the following contributions:
• We study the impact of relative humidity and rela-

tive humidity variation on hardware reliability (with
a strong focus on disk drives) in datacenters.

• We study the tradeoffs between cooling energy, en-
vironmental conditions, hardware reliability, and
cost in datacenters.

• Using data from nine datacenters, more than 1M
disks, and 1.5–4 years, we draw many interesting
observations. Our data suggests that the impact of
temperature and temperature variation on disk reli-
ability (the focus of the prior works) is much less
significant than that of relative humidity in modern
cooling setups.

• Using our disk data and a corrosion model, we also
derive and validate a new model of disk lifetime as
a function of environment conditions.

• From our observations and disk lifetime model, we
draw a few server and datacenter design lessons.

2 Related Work

Environmentals and their impact on reliability. Sev-
eral works have considered the impact of the cooling in-
frastructure on datacenter temperatures and humidities,
e.g. [3, 22, 23]. However, they did not address the hard-
ware reliability implications of these environmental con-
ditions. The reason is that meaningful reliability stud-
ies require large server populations in datacenters that
are monitored for multiple years. Our paper presents the
largest study of these issues to date.

Other authors have had access to such large real
datasets for long periods of time: [5, 10, 20, 25, 27, 28,
29, 35]. A few of these works [5, 28, 29, 35] considered
the impact of age and other factors on hardware relia-
bility, but did not address environmental conditions and
their potential effects. The other prior works [10, 25, 27]
have considered the impact of absolute temperature and
temperature variation on the reliability of hardware com-
ponents (with a significant emphasis on disk drives) in
datacenters with fairly stable temperature and relative
humidity at each spatial spot, i.e. non-air-cooled data-
centers. Unfortunately, these prior works are inconclu-
sive when it comes to the impact of absolute tempera-
ture and temperature variations on hardware reliability.
Specifically, El-Sayed et al. [10] and Pinheiro et al. [25]
found a smaller impact of absolute temperature on disk
lifetime than previously expected, whereas Sankar et al.
[27] found a significant impact. El-Sayed et al. also
found temperature variations to have a more significant
impact than absolute temperature on Latent Sector Errors



USENIX Association  14th USENIX Conference on File and Storage Technologies (FAST ’16) 55

(LSEs), a common type of disk failure that renders sec-
tors inaccessible. None of the prior studies considered
relative humidity or relative humidity variations.

Our paper adds to the debate about the impact of ab-
solute temperature and temperature variation. However,
our paper suggests that this debate may actually be moot
in modern (air-cooled) datacenters. In particular, our re-
sults show that relative humidity is a more significant
factor than temperature. For this reason, we also extend
an existing disk lifetime model with a relative humidity
term, and validate it against our real disk reliability data.

Other tradeoffs. Prior works have also considered the
impact of the cooling infrastructure and workload place-
ment on cooling energy and costs, e.g. [1, 6, 8, 17, 19,
21, 23]. However, they did not address the impact of en-
vironmental conditions on hardware reliability (and the
associated replacement costs). A more complete under-
standing of these tradeoffs requires a more comprehen-
sive study, like the one we present in this paper. Specifi-
cally, we investigate a broader spectrum of tradeoffs, in-
cluding cooling energy, environmental conditions, hard-
ware reliability, and costs. Importantly, we show that
the increased hardware replacement cost in free-cooled
datacenters is far outweighed by their infrastructure and
operating costs savings.

However, we do not address effects that our dataset
does not capture. In particular, techniques devised to re-
duce cooling energy (increasing operating temperature
and using outside air) may increase the energy consump-
tion of the IT equipment, if server fans react by spinning
faster. They may also reduce performance, if servers
throttle their speed as a result of the higher operating
temperature. Prior research [10, 32] has considered these
effects, and found that the cooling energy benefits of
these techniques outweigh the downsides.

3 Background

Datacenter cooling and environmentals. The cooling
infrastructure of hyperscale datacenters has evolved over
time. The first datacenters used water chillers with com-
puter room air handlers (CRAHs). CRAHs do not feature
the integrated compressors of traditional computer room
air conditioners (CRACs). Rather, they circulate the air
carrying heat from the servers to cooling coils carrying
chilled water. The heat is then transferred via the water
back to the chillers, which transfer the heat to another
water loop directed to a cooling tower, before returning
the chilled water back inside the datacenter. The cooling
tower helps some of the water to evaporate (dissipating
heat), before it loops back to the chillers. Chillers are
expensive and consume a large amount of energy. How-
ever, the environmental conditions inside the datacenter

Technology Temp/RH Control CAPEX PUE
Chillers Precise / Precise $2.5/W 1.7
Water-side Precise / Precise $2.8/W 1.19
Free-cooled Medium / Low $0.7/W 1.12

Table 1: Typical temperature and humidity control, CAPEX
[11], and PUEs of the cooling types [13, 34].

can be precisely controlled (except for hot spots that may
develop due to poor air flow design). Moreover, these
datacenters do not mix outside and inside air. We refer to
these datacenters as chiller-based.

An improvement over this setup allows the chillers to
be bypassed (and turned off) when the cooling towers
alone are sufficient to cool the water. Turning the chillers
off significantly reduces energy consumption. When the
cooling towers cannot lower the temperature enough, the
chillers come back on. These datacenters tightly con-
trol the internal temperature and relative humidity, like
their chiller-based counterparts. Likewise, there is still
no mixing of outside and inside air. We refer to these
datacenters as water-side economized.

A more recent advance has been to use large fans to
blow cool outside air into the datacenter, while filter-
ing out dust and other air pollutants. Again using fans,
the warm return air is guided back out of the datacen-
ter. When the outside temperature is high, these data-
centers apply an evaporative cooling process that adds
water vapor into the airstream to lower the temperature
of the outside air, before letting it reach the servers.
To increase temperature (during excessively cold peri-
ods) and/or reduce relative humidity, these datacenters
intentionally recirculate some of the warm return air.
This type of control is crucial because rapid reductions
in temperature (more than 20◦C per hour, according to
ASHRAE [4]) may cause condensation inside the data-
center. This cooling setup enables the forgoing of chillers
and cooling towers altogether, thus is the cheapest to
build. However, these datacenters may also expose the
servers to warmer and more variable temperatures, and
higher and more variable relative humidities than other
datacenter types. We refer to these datacenters as direct-
evaporative-cooled or simply free-cooled.

A survey of the popularity of these cooling infrastruc-
tures can be found in [16]. Table 1 summarizes the main
characteristics of the cooling infrastructures in terms of
their ability to control temperature and relative humidity,
and their estimated cooling infrastructure costs [11] and
PUEs. For the PUE estimates, we assume Uptime Insti-
tute’s surveyed average PUE of 1.7 [34] for chiller-based
cooling. For the water-side economization PUE, we as-
sume that the chiller only needs to be active 12.5% of the
year, i.e. during the day time in the summer. The PUE
of free-cooled datacenters depends on their locations, but
we assume a single value (1.12) for simplicity. This value
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is in line with those reported by hyperscale datacenter
operators. For example, Facebook’s free-cooled datacen-
ter in Prineville, Oregon reports an yearly average PUE
of 1.08 with peaks around 1.14 [13]. All PUE estimates
assume 4% overheads due to factors other than cooling.

Hardware lifetime models. Many prior reliability mod-
els associated component lifetime with temperature. For
example, [30] considered several CPU failure modes that
result from high temperatures. CPU manufacturers use
high temperatures and voltages to accelerate the onset of
early-life failures [30]. Disk and other electronics ven-
dors do the same to estimate mean times to failure (mean
lifetimes). The Arrhenius model is often used to calcu-
late an acceleration factor (AFT ) for the lifetime [9].

AFT = e
Ea
k ·( 1

Tb
− 1

Te
)

(1)

where Ea is the activation energy (in eV) for the device,
k is Boltzmann’s constant (8.62 · 10−5 eV/K), Tb is the
average baseline operating temperature (in K) of the de-
vice, and Te is the average elevated temperature (in K).

The acceleration factor can be used to estimate how
much higher the failure rate will be during a certain pe-
riod. For example, if the failure rate is typically 2%
over a year (i.e., 2% of the devices fail in a year) at
a baseline temperature, and the acceleration factor is 2
at a higher temperature, the estimate for the accelerated
rate will be 4% (2% × 2) for the year. In other words,
FRT = AFT ×FRT b, where FRT is the average failure
rate due to elevated temperature, and FRT b is the aver-
age failure rate at the baseline temperature. Prior works
[10, 27] have found the Arrhenius model to approximate
disk failure rates accurately, though El-Sayed et al. [10]
also found accurate linear fits to their failure data.

The Arrhenius model computes the acceleration fac-
tor assuming steady-state operation. To extrapolate the
model to periods of changing temperature, existing mod-
els compute a weighted acceleration factor, where the
weights are proportional to the length of the temperature
excursions [31]. We take this approach when proposing
our extension of the model to relative humidity and free-
cooled datacenters. Our validation of the extended model
(Section 6) shows very good accuracy for our dataset.

4 Methodology

In this section, we describe the main characteristics of
our dataset and the analyses it enables. We purposely
omit certain sensitive information about the datacenters,
such as their locations, numbers of servers, and hard-
ware vendors, due to commercial and contractual rea-
sons. Nevertheless, the data we do present is plenty to
make our points, as shall become clear in later sections.

DC
Tag Cooling Months Refresh

Cycles
Disk
Popul.

CD1 Chiller 48 2 117 K
CD2 Water-Side 48 2 146 K
CD3 Free-Cooled 27 1 24 K
HD1 Chiller 24 1 16 K
HD2 Water-Side 48 2 100 K
HH1 Free-Cooled 24 1 168 K
HH2 Free-Cooled 22 1 213 K
HH3 Free-Cooled 24 1 124 K
HH4 Free-Cooled 18 1 161 K
Total 1.07 M

Table 2: Main datacenter characteristics. The “C” and “D”
tags mean cool and dry. An “H” as the first letter of the tag
means hot, whereas an “H” as the second letter means humid.

Data sources. We collect data from nine hyperscale Mi-
crosoft datacenters spread around the world for periods
from 1.5 to 4 years. The data includes component health
and failure reports, traces of environmental conditions,
traces of component utilizations, cooling energy data,
and asset information.

The datacenters use a variety of cooling infras-
tructures, exhibiting different environmental conditions,
hardware component reliabilities, energy efficiencies,
and costs. The three first columns from the left of Table 2
show each datacenter’s tag, its cooling technology, and
the length of data we have for it. The tags correspond to
the environmental conditions inside the datacenters (see
caption for details), not their cooling technology or lo-
cation. We classify a datacenter as “hot” (“H” as the
first letter of its tag) if at least 10% of its internal tem-
peratures over a year are above 24◦C, whereas we clas-
sify it as “humid” (“H” as the second letter of the tag)
if at least 10% of its internal relative humidities over a
year are above 60%. We classify a datacenter that is not
“hot” as “cool”, and one that is not “humid” as “dry”. Al-
though admittedly arbitrary, our naming convention and
thresholds reflect the general environmental conditions
in the datacenters accurately. For example, HD1 (hot
and dry) is a state-of-the-art chiller-based datacenter that
precisely controls temperature at a high setpoint. More
interestingly, CD3 (cool and dry) is a free-cooled data-
center so its internal temperatures and relative humidities
vary more than in chiller-based datacenters. However,
because it is located in a cold region, the temperatures
and relative humidities can be kept fairly low the vast
majority of the time.

To study hardware component reliability, we gather
failure data for CPUs, memory modules (DIMMs),
power supply units (PSUs), and hard disk drives. The
two rightmost columns of Table 2 list the number of
disks we consider from each datacenter, and the number
of “refresh” cycles (servers are replaced every 3 years)



USENIX Association  14th USENIX Conference on File and Storage Technologies (FAST ’16) 57

in each datacenter. We filter the failure data for entries
with the following properties: (1) the entry was clas-
sified with a maintenance tag; (2) the component is in
either Failing or Dead state according to the datacenter-
wide health monitoring system; and (3) the entry’s error
message names the failing component. For example, a
disk error will generate either a SMART (Self-Monitoring,
Analysis, and Reporting Technology) report or a failure
to detect the disk on its known SATA port. The nature of
the error allows further classification of the underlying
failure mode.

Defining exactly when a component has failed perma-
nently is challenging in large datacenters [25, 28]. How-
ever, since many components (most importantly, hard
disks) exhibit recurring errors before failing permanently
and we do not want to double-count failures, we consider
a component to have failed on the first failure reported to
the datacenter-wide health monitoring system. This fail-
ure triggers manual intervention from a datacenter tech-
nician. After this first failure and manual repair, we count
no other failure against the component. For example, we
consider a disk to have failed on the first LSE that gets
reported to the health system and requires manual inter-
vention; this report occurs after the disk controller itself
has already silently reallocated many sectors (e.g., 2000+
sectors for many disks in our dataset). Though this fail-
ure counting may seem aggressive at first blush (a com-
ponent may survive a failure report and manual repair),
note that others [20, 25] have shown high correlations of
several types of SMART errors, like LSEs, with permanent
failures. Moreover, the disk Annualized Failure Rates
(AFRs) that we observe for chiller-based datacenters are
in line with previous works [25, 28].

Detailed analyses. To correlate the disk failures with
their environmental conditions, we use detailed data
from one of the hot and humid datacenters (HH1). The
data includes server inlet air temperature and relative hu-
midity values, as well as outside air conditions with a
granularity of 15 minutes. The dataset does not contain
the temperature of all the individual components inside
each server, or the relative humidity inside each box.
However, we can accurately use the inlet values as the
environmental conditions at the disks, because the disks
are placed at the front of the servers (right at their air in-
lets) in HH1. For certain analyses, we use CD3 and HD1
as bases for comparison against HH1. Although we do
not have information on the disks’ manufacturing batch,
our cross-datacenter comparisons focus on disks that dif-
fer mainly in their environmental conditions.

To investigate potential links between the compo-
nents’ utilizations and their failures, we collect histori-
cal average utilizations for the processors and disks in a
granularity of 2 hours, and then aggregate them into life-
time average utilization for each component.

Figure 1: HH1 temperature and relative humidity distribu-
tions. Both of these environmentals vary widely.

We built a tool to process all these failure, environ-
mental, and utilization data. After collecting, filtering,
and deduplicating the data, the tool computes the AFRs
and timelines for the component failures. With the time-
lines, it also computes daily and monthly failure rates.
For disks, the tool also breaks the failure data across
models and server configurations, and does disk error
classification. Finally, the tool derives linear and expo-
nential reliability models (via curve fitting) as a function
of environmental conditions, and checks their accuracy
versus the observed failure rates.

5 Results and Analyses

In this section, we first characterize the temperatures and
relative humidities in a free-cooled datacenter, and the
hardware component failures in the nine datacenters. We
then perform a detailed study of the impact of environ-
mental conditions on the reliability of disks. We close
the section with an analysis of the hardware reliability,
cooling energy, and cost tradeoffs.

5.1 Environmentals in free-cooled DCs
Chiller-based datacenters precisely control temperature
and relative humidity, and keep them stable at each spa-
tial spot in the datacenter. For example, HD1 exhibits a
stable 27◦C temperature and a 50% average relative hu-
midity. In contrast, the temperature and relative humid-
ity at each spatial spot in the datacenter vary under free
cooling. For example, Figure 1 shows the temperature
and relative humidity distributions measured at a spatial
spot in HH1. The average temperature is 24.5◦C (the
standard deviation is 3.2◦C) and the average relative hu-
midity is 43% (the standard deviation is 20.3%). Clearly,
HH1 exhibits wide ranges, including a large fraction of
high temperatures (greater than 24◦C) and a large frac-
tion of high relative humidities (greater than 60%).

5.2 Hardware component failures
In light of the above differences in environmental condi-
tions, an important question is whether hardware compo-
nent failures are distributed differently in different types
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DC Tag Cooling AFR Increase wrt
AFR = 1.5%

CD1 Chiller 1.5% 0%
CD2 Water-Side 2.1% 40%
CD3 Free-Cooled 1.8% 20%
HD1 Chiller 2.0% 33%
HD2 Water-Side 2.3% 53%
HH1 Free-Cooled 3.1% 107%
HH2 Free-Cooled 5.1% 240%
HH3 Free-Cooled 5.1% 240%
HH4 Free-Cooled 5.4% 260%

Table 3: Disk AFRs. HH1-HH4 incur the highest rates.

of datacenters. We omit the full results due to space lim-
itations, but highlight that disk drive failures dominate
with 76%–95% (89% on average) of all hardware com-
ponent failures, regardless of the component models, en-
vironmental conditions, and cooling technologies. As an
example, disks, DIMMs, CPUs, and PSUs correspond
to 83%, 10%, 5%, and 2% of the total failures, respec-
tively, in HH1. The other datacenters exhibit a similar
pattern. Disks also dominate in terms of failure rates,
with AFRs ranging from 1.5% to 5.4% (average 3.16%)
in our dataset. In comparison, the AFRs of DIMMs,
CPUs, and PSUs were 0.17%, 0.23%, and 0.59%, re-
spectively. Prior works had shown that disk failures are
the most common for stable environmental conditions,
e.g. [27]. Our data shows that they also dominate in
modern, hotter and more humid datacenters. Interest-
ingly, as we discuss in Section 7, the placement of the
components (e.g., disks) inside each server affects their
failure rates, since the temperature and relative humidity
vary as air flows through the server.

Given the dominance of disk failures and rates, we fo-
cus on them in the remainder of the paper.

5.3 Impact of environmentals
Disk failure rates. Table 3 presents the disk AFRs for
the datacenters we study, and how much they differ rela-
tive to the AFR of one of the datacenters with stable tem-
perature and relative humidity at each spatial spot (CD1).
We repeat the cooling technology information from Ta-
ble 2 for clarity. The data includes a small number of
disk models in each datacenter. For example, CD3 and
HD1 have two disk models, whereas HH1 has two disk
models that account for 95% of its disks. More impor-
tantly, the most popular model in CD3 (55% of the total)
and HD1 (85%) are the same. The most popular model in
HH1 (82%) is from the same disk manufacturer and se-
ries as the most popular model in CD3 and HD1, and has
the same rotational speed, bus interface, and form factor;
the only differences between the models are their stor-
age and cache capacities. In more detailed studies below,

we compare the impact of environmentals on these two
models directly.

We make several observations from these data:
1. The datacenters with consistently or frequently dry

internal environments exhibit the lowest AFRs, re-
gardless of cooling technologies. For example, CD1
and HD1 keep relative humidities stable at 50%.

2. High internal relative humidity increases AFRs by
107% (HH1) to 260% (HH4), compared to CD1.
Compared to HD1, the increases range from 55% to
170%. For example, HH1 exhibits a wide range of
relative humidities, with a large percentage of them
higher than 50% (Figure 1).

3. Free cooling does not necessarily lead to high AFR,
as CD3 shows. Depending on the local climate (and
with careful humidity control), free-cooled datacen-
ters can have AFRs as low as those of chiller-based
and water-side economized datacenters.

4. High internal temperature does not directly corre-
late to the high range of AFRs (greater than 3%), as
suggested by datacenters HD1 and HD2.

The first two of these observations are indications that
relative humidity may have a significant impact on disk
failures. We cannot state a stronger result based solely on
Table 3, because there are many differences between the
datacenters, their servers and environmental conditions.
Thus, in the next few pages, we provide more detailed
evidence that consistently points in the same direction.

Causes of disk failures. The first question then becomes
why would relative humidity affect disks if they are en-
capsulated in a sealed package? Classifying the disk fail-
ures in terms of their causes provides insights into this
question. To perform the classification, we divide the
failures into three categories [2]: (1) mechanical (pre-
fail) issues; (2) age-related issues; and (3) controller and
connectivity issues. In Table 4, we list the most com-
mon errors in our dataset. Pre-fail and old-age errors
are reported by SMART. In contrast, IOCTL ATA PASS

THROUGH (inability to issue an ioctl command to the con-
troller) and SMART RCV DRIVE DATA (inability to read
the SMART data from the controller) are generated in the
event of an unresponsive disk controller.

In Figure 2, we present the failure breakdown for the
popular disk model in HD1 (top), CD3 (middle), and
HH1 (bottom). We observe that 67% of disk failures are
associated with SMART errors in HD1. The vast majority
(65%) of these errors are pre-fail, while just 2% are old-
age errors. The remaining 33% correspond to controller
and connectivity issues. CD3 also exhibits a substantially
smaller percentage (42%) of controller and connectivity
errors than SMART errors (58%). In contrast, HH1 ex-
periences a much higher fraction of controller and con-
nectivity errors (66%). Given that HH1 runs its servers
cooler than HD1 most of the time, its two-fold increase in
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Error Name Type
IOCTL ATA PASS THROUGH Controller/Connectivity
SMART RCV DRIVE DATA Controller/Connectivity
Raw Read Error Rate Pre-fail
Spin Up Time Pre-fail
Start Stop Count Old age
Reallocated Sectors Count Pre-fail
Seek Error Rate Pre-fail
Power On Hours Old age
Spin Retry Count Pre-fail
Power Cycle Count Old age
Runtime Bad Block Old age
End-to-End Error Old age
Airflow Temperature Old age
G-Sense Error Rate Old age

Table 4: Controller/connectivity and SMART errors [2].

controller and connectivity errors (66% vs 33% in HD1)
seems to result from its higher relative humidity. To un-
derstand the reason for this effect, consider the physi-
cal design of the disks. The mechanical parts are sealed,
but the disk controller and the disk adaptor are directly
exposed to the ambient, allowing possible condensation
and corrosion agents to damage them.

The key observation here is:
5. High relative humidity seems to increase the inci-

dence of disk controller and connectivity errors, as
the controller board and the disk adaptor are ex-
posed to condensation and corrosion effects.

Temporal disk failure clustering. Several of the above
observations point to high relative humidity as an impor-
tant contributor to disk failures. Next, we present even
more striking evidence of this effect by considering the
temporal clustering of failures of disks of the same char-
acteristics and age.

Figure 3 presents the number of daily disk failures
at HD1 (in red) and HH1 (in black) for the same two-
year span. We normalize the failure numbers to the size
of HD1’s disk population to account for the large dif-
ference in population sizes. The green-to-red gradient
band across the graph shows the temperature and humid-
ity within HH1. The figure shows significant temporal
clustering in the summer of 2013, when relative humid-
ity at HH1 was frequently very high. Technicians found
corrosion on the failed disks. The vast majority of the
clustered HH1 failures were from disks of the same pop-
ular model; the disks had been installed within a few
months of each other, 1 year earlier. Moreover, the figure
shows increased numbers of daily failures in HH1 after
the summer of 2013, compared to before it.

In more detail, we find that the HD1 failures were
roughly evenly distributed with occasional spikes. The
exact cause of the spikes is unclear. In contrast, HH1
shows a slightly lower failure rate in the first 12 months

Figure 2: Failure classification in HD1 (top), CD3 (middle),
and HH1 (bottom). Controller/connectivity failures in HH1 are
double compared to HD1.

of its life, followed by a 3-month period of approxi-
mately 4x–5x higher daily failure rate. These months
correspond to the summer, when the outside air tempera-
ture at HH1’s location is often high. When the outside air
is hot but dry, HH1 adds moisture to the incoming air to
lower its temperature via evaporation. When the outside
air is hot and humid, this humidity enters the datacenter
directly, increasing relative humidity, as the datacenter’s
ability to recirculate heat is limited by the already high
air temperature. As a result, relative humidity may be
high frequently during hot periods.

We make three observations from these HH1 results:
6. High relative humidity may cause significant tem-

poral clustering of disk failures, with potential con-
sequences in terms of the needed frequency of man-
ual maintenance/replacement and automatic data
durability repairs during these periods.

7. The temporal clustering occurred in the second
summer of the disks’ lifetimes, suggesting that they
did not fail simply because they were first exposed
to high relative humidity. Rather, this temporal be-
havior suggests a disk lifetime model where high
relative humidity excursions consume lifetime at
a rate corresponding to their duration and magni-
tude. The amount of lifetime consumption during
the summer of 2012 was not enough to cause an in-
creased rate of failures; the additional consumption
during the summer of 2013 was. This makes in-
tuitive sense: it takes time (at a corrosion rate we
model) for relative humidity (and temperature) to
produce enough corrosion to cause hardware mis-
behavior. Our relative humidity modeling in Sec-
tion 6 embodies the notion of lifetime consumption
and matches our data well. A similar lifetime model
has been proposed for high disk temperature [31].

8. The increased daily failures after the second sum-
mer provide extra evidence for the lifetime con-
sumption model and the long-term effect of high
relative humidity.

Correlating disk failures and environmentals. So far,
our observations have listed several indications that rel-
ative humidity is a key disk reliability factor. However,
one of our key goals is to determine the relative impact of
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Figure 3: Two-year comparison between HD1 and HH1 daily failures. The horizontal band shows the outside temperature and
relative humidity at HH1. HH1 experienced temporally clustered failures during summer’13, when the relative humidities were
high. We normalized the data to the HD1 failures due to the different numbers of disks in these datacenters.

the four related environmental conditions: absolute tem-
perature, relative humidity, temperature variation, and
relative humidity variation.

In Table 5, we present both linear and exponential fits
of the monthly failure rates for HH1, as a function of
our four environmental condition metrics. For example,
when seeking a fit for relative humidity, we use x = the
average relative humidity experienced by the failed disks
during a month, and y = the failure rate for that month.
Besides the parameter fits, we also present R2 as an es-
timate of the fit error. The exponential fit corresponds
to a model similar to the Arrhenius equation (Equation
1). We use the disks’ temperature and relative humid-
ity Coefficient of Variation (CoV) to represent temporal
temperature and relative humidity variations. (The ad-
vantage of the CoV over the variance or the standard de-
viation is that it is normalized by the average.) El-Sayed
et al. [10] studied the same types of fits for their data,
and also used CoVs to represent variations. Note that
we split HH1’s disk population into four groups (P1–P4)
roughly corresponding to the spatial location of the disks
in the datacenter; this accounts for potential environmen-
tal differences across cold aisles.

We can see that the relative humidity consistently ex-
hibits positive correlations with failure rates, by consid-
ering the a parameter in the linear fit and the b parameter
in the exponential fit. This positive correlation means
that the failure rate increases when the relative humid-
ity increases. In contrast, the other environmental condi-
tions either show some or almost all negative parameters,
suggesting much weaker correlations.

Interestingly, the temperature CoVs and the relative
humidity CoVs suggest mostly negative correlations
with the failure rate. This is antithetical to the physi-
cal stresses that these variations would be expected to
produce. To explain this effect most clearly, we plot
two correlation matrices in Figure 4 for the most pop-
ular disk model in HH1. The figure illustrates the corre-
lations between all environmental condition metrics and

the monthly failure rate. To derive these correlations, we
use (1) the Pearson product-moment correlation coeffi-
cient, as a measure of linear dependence; and (2) Spear-
man’s rank correlation coefficient, as a measure of non-
linear dependence. The color scheme indicates the cor-
relation between each pair of metrics. The diagonal el-
ements have a correlation equal to one as they repre-
sent dependence between the same metric. As before, a
positive correlation indicates an analogous relationship,
whereas a negative correlation indicates an inverse rela-
tionship. These matrices show that the CoVs are strongly
negatively correlated (correlations close to -1) with aver-
age relative humidity. This implies that the periods with
higher temperature and relative humidity variations are
also the periods with low relative humidity, providing ex-
tended lifetime.

For completeness, we also considered the impact of
average disk utilization on lifetime, but found no corre-
lation. This is consistent with prior work, e.g. [25].

From the figures and table above, we observe that:
9. Average relative humidity seems to have the

strongest impact on disk lifetime of all the environ-
mental condition metrics we consider.

10. Average temperature seems to have a substantially
lower (but still non-negligible) impact than average
relative humidity on disk lifetime.

11. Our dataset includes no evidence that temperature
variation or relative humidity variation has an effect
on disk reliability in free-cooled datacenters.

5.4 Trading off reliability, energy, and cost

The previous section indicates that higher relative hu-
midity appears to produce shorter lifetimes and, con-
sequently, higher equipment costs (maintenance/repair
costs tend to be small compared to the other TCO fac-
tors, so we do not consider them. However, the set of
tradeoffs is broader. Higher humidity results from free
cooling in certain geographies, but this type of cooling
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Popul. %
Linear Fit a · x+b

Temperature RH CoV - Temperature CoV - RH
a b R2 a b R2 a b R2 a b R2

P1 30.1 5.17 ·10−5 −2.43 ·10−3 0.81 1.20 ·10−4 −4.88 ·10−3 0.83 −7.90 ·10−3 1.14 ·10−3 0.83 −6.56 ·10−3 3.29 ·10−3 0.84
P2 25.6 −1.91 ·10−5 2.46 ·10−3 0.83 1.03 ·10−4 −1.73 ·10−3 0.84 −9.06 ·10−3 1.28 ·10−3 0.84 −3.71 ·10−3 1.98 ·10−3 0.83
P3 23.3 1.41 ·10−3 −1.04 ·10−1 0.75 2.11 ·10−4 −5.59 ·10−3 0.71 −4.91 ·10−2 7.26 ·10−2 0.77 −4.46 ·10−2 2.42 ·10−2 0.78
P4 19.6 1.73 ·10−3 −1.07 ·10−1 0.36 4.45 ·10−4 −16.4 ·10−3 0.44 −1.36 ·10−1 1.33 ·10−2 0.47 −8.02 ·10−2 4.13 ·10−2 0.55

Popul. %
Exponential Fit a · eb·x

Temperature RH CoV - Temperature CoV - RH
a b R2 a b R2 a b R2 a b R2

P1 30.1 2.38 ·10−3 −6.45 ·10−3 0.84 2.67 ·10−4 5.11 ·10−2 0.89 2.06 ·10−3 −1.74 ·100 0.72 1.74 ·10−2 −9.01 ·100 0.81
P2 25.6 3.08 ·10−3 −1.64 ·10−2 0.85 5.37 ·10−4 5.38 ·10−2 0.88 1.84 ·10−3 −1.09 ·101 0.79 1.37 ·10−2 −1.63 ·101 0.81
P3 23.3 2.57 ·10−3 6.35 ·10−3 0.76 5.31 ·10−5 9.93 ·10−2 0.69 5.13 ·10−3 −8.45 ·100 0.58 1.66 ·10−3 3.57 ·100 0.57
P4 19.6 3.62 ·10−4 3.36 ·10−2 0.43 1.31 ·10−5 11.54 ·10−2 0.59 6.10 ·10−3 −3.91 ·100 0.23 7.17 ·10−3 −1.39 ·100 0.21

Table 5: Linear (a · x+b) and nonlinear (a · eb·x) fits for the monthly failure rates of four disk populations in HH1, as a function of
the absolute temperature, relative humidity, temperature variation, and relative humidity variation.

Figure 4: Linear and non-linear correlation between the
monthly failure rate and the environmental conditions we con-
sider, for the most popular disk model in HH1. red = high
correlation, dark blue = low correlation.

also improves energy efficiency and lowers both capital
and operating costs.

Putting all these effects together, in Figure 5 we com-
pare the cooling-related (capital + operational + disk re-
placement) costs for a chiller-based (CD1), a water-side
economized (HD2), and a free-cooled datacenter (HH4).
For the disk replacement costs, we consider only the
cost above that of a 1.5% AFR (the AFR of CD1), so
the chiller-based bars do not include these costs. We
use HD2 and HH4 datacenters for this figure because
they exhibit the highest disk AFRs in their categories;
they represent the worst-case disk replacement costs for
their respective datacenter classes. We use the PUEs and
CAPEX estimates from Table 1, and estimate the cool-
ing energy cost assuming $0.07/kWh for the electric-
ity price (the average industrial electricity price in the
United States). We also assume that the datacenter oper-
ator brunts the cost of replacing each failed disk, which
we assume to be $100, by having to buy the extra disk
(as opposed to simply paying a slightly more expensive
warranty). We perform the cost comparison for 10, 15,
and 20 years, as the datacenter lifetime.

The figure shows that, for a lifetime of 10 years, the
cooling cost of the chiller-based datacenter is roughly
balanced between capital and operating expenses. For
a lifetime of 15 years, the operational cooling cost be-
comes the larger fraction, whereas for 20 years it be-

Figure 5: 10, 15, and 20-year cost comparison for chiller-
based, water-side, and free-cooled datacenters including the
cost replacing disks.

comes roughly 75% of the total cooling-related costs.
In comparison, water-side economized datacenters have
slightly higher capital cooling costs than chiller-based
ones. However, their operational cooling costs are sub-
stantially lower, because of the periods when the chillers
can be bypassed (and turned off). Though these data-
centers may lead to slightly higher AFRs, the savings
from lower operational cooling costs more than compen-
sate for the slight disk replacement costs. In fact, the
fully burdened cost of replacing a disk would have to
be several fold higher than $100 (which is unlikely) for
replacement costs to dominate. Finally, the free-cooled
datacenter exhibits lower capital cooling costs (by 3.6x)
and operational cooling costs (by 8.3x) than the chiller-
based datacenter. Because of these datacenters’ some-
times higher AFRs, their disk replacement costs may be
non-trivial, but the overall cost tradeoff is still clearly
in their favor. For 20 years, the free-cooled datacen-
ter exhibits overall cooling-related costs that are roughly
74% and 45% lower than the chiller-based and water-side
economized datacenters, respectively.

Based on this figure, we observe that:
12. Although operating at higher humidity may entail

substantially higher component AFRs in certain ge-
ographies, the cost of this increase is small com-
pared to the savings from reducing energy con-
sumption and infrastructure costs via free cooling,
especially for longer lifetimes.
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Figure 6: Normalized daily failures in CD1 over 4 years. In-
fant mortality seems clear.

6 Modeling Lifetime in Modern DCs

Models of hardware component lifetime have been used
extensively in industry and academia to understand and
predict failures, e.g. [9, 29, 30]. In the context of a dat-
acenter, which hosts hundreds of thousands of compo-
nents, modeling lifetimes is important to select the con-
ditions under which datacenters should operate and pre-
pare for the unavoidable failures. Because disk drives
fail much more frequently than other components, they
typically receive the most modeling attention. The two
most commonly used disk lifetime models are the bath-
tub model and the failure acceleration model based on
the Arrhenius equation (Equation 1). The latter acceler-
ation model does not consider the impact of relative hu-
midity, which has only become a significant factor after
the advent of free cooling (Section 5.3).

Bathtub model. This model abstracts the lifetime
of large component populations as three consecutive
phases: (1) in the first phase, a significant number of
components fail prematurely (infant mortality); (2) the
second phase is a stable period of lower failure rate; and
(3) in the third phase, component failure increase again
due to wear-out effects. We clearly observe infant mor-
tality in some datacenters but not others, depending on
disk model/vendor. For example, Figure 3 does not show
any obvious infant mortality in HH1. The same is the
case of CD3. (Prior works have also observed the ab-
sence of infant mortality in certain cases, e.g. [28].) In
contrast, CD1 uses disks from a different vendor and
does show clear infant mortality. Figure 6 shows the
normalized number of daily failures over a period of 4
years in CD1. This length of time implies 1 server refresh
(which happened after 3 years of operation). The figure
clearly shows 2 spikes of temporally clustered failures:
one group 8 months after the first server deployment, and
another 9 months after the first server refresh. A full de-
ployment/refresh may take roughly 3 months, so the first
group of disks may have failed 5-8 months after deploy-
ment, and the second 6-9 months after deployment.

A new disk lifetime model for free-cooled datacenters.
Section 5.3 uses multiple sources of evidence to argue
that relative humidity has a significant impact on hard-

ware reliability in humid free-cooled datacenters. The
section also classifies the disk failures into two main
groups: SMART and controller/connectivity. Thus, we
extend the acceleration model above to include relative
humidity, and recognize that there are two main disk life-
time processes in free-cooled datacenters: (1) one that af-
fects the disk mechanics and SMART-related errors; and
(2) another that affects its controller/connector.

We model process #1 as the Arrhenius acceleration
factor, i.e. AF1 = AFT (we define AFT in Equation 1),
as has been done in the past [10, 27]. For process #2,
we model the corrosion rate due to high relative humidity
and temperature, as both of them are known to affect cor-
rosion [33]. Prior works have devised models allowing
for more than one accelerating variable [12]. A general
such model extends the Arrhenius failure rate to account
for relative humidity, and compute a corrosion rate CR:

CR(T ,RH) = const · e(−Ea
k·T ) · e(b·RH)+( c·RH

k·T ) (2)

where T is the average temperature, RH is the average
relative humidity, Ea is the temperature activation energy,
k is Boltzmann’s constant, and const, b, and c are other
constants. Peck empirically found an accurate model that
assumes c = 0 [24], and we make the same assumption.
Intuitively, Equation 2 exponentially relates the corro-
sion rate with both temperature and relative humidity.

One can now compute the acceleration factor AF2 by
dividing the corrosion rate at the elevated temperature
and relative humidity CR(Te,RHe) by the same rate at the
baseline temperature and relative humidity CR(Tb,RHb).
Essentially, AF2 calculates how much faster disks will
fail due to the combined effects of these environmentals.
This division produces:

AF2 = AFT ·AFRH (3)

where AFRH = eb·(RHe−RHb) and AFT is from Equation 1.
Now, we can compute the compound average failure

rate FR as AF1 ·FR1b +AF2 ·FR2b, where FR1b is the
average mechanical failure rate at the baseline tempera-
ture, and FR2b is the average controller/connector fail-
ure rate at the baseline relative humidity and tempera-
ture. The rationale for this formulation is that the two
failure processes proceed in parallel, and a disk’s con-
troller/connector would not fail at exactly the same time
as its other components; AF1 estimates the extra failures
due to mechanical/SMART issues, and AF2 estimates the
extra failures due to controller/connectivity issues.

To account for varying temperature and relative hu-
midity, we also weight the factors based on the dura-
tion of those temperatures and relative humidities. Other
works have used weighted acceleration factors, e.g. [31].
For simplicity in the monitoring of these environmentals,
we can use the average temperature and average relative
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Figure 7: AFR prediction using our new disk lifetime model
and the environmental conditions from HH1.

humidity per unit of time (e.g., hour, day) and compute
the compound acceleration as a function of time t:

FR(t) = AF1(t) ·FR1b(t)+AF2(t) ·FR2b(t) (4)

Model validation. We validate our disk lifetime model
using real temperature, relative humidity, and daily fail-
ure rate data from HH1. (In the next section, we also
validate it for CD3.) We use daily failure rates as they
are finer grained than annualized failure rates and cap-
ture the underlying processes well.

Since ours is an acceleration model, we need to build
it on a baseline failure rate. Unfortunately, our dataset
does not include data that we could use as such a baseline
(e.g., daily failure rates for a datacenter that keeps tem-
perature and relative humidity consistently low and uses
the same disk model as HH1). Instead of this data, we
use daily failure rates derived from Equation 4 with tem-
perature and relative humidity fixed at 20◦C and 30%,
respectively. For this baseline, we use Ea = 0.46 as com-
puted by Sankar et al. [27], and b = 0.0455 as we de-
rive from the copper corrosion rate measured by Rice et
al. [26]. These values produce an AFR = 1.5%, and an
average daily failure rate of 1.5%/365.

Using the actual temperatures and relative humidities
of HH1, we apply our acceleration model to the baseline
average daily failure rate. We train the model with data
for populations P2 and P3 (for these data, b = 0.0652),
and validate the results with data from P1 and P4. We
do not include any infant mortality effects, because HH1
does not exhibit them. If desired, infant mortality can
be modeled using a Weibull distribution, as other authors
have done, e.g. [28].

Figure 7 shows the predicted acceleration factors, pre-
dicted daily failure rates, and the baseline failure rate
over 2 years, starting in the beginning of the summer.
Based on the daily baseline and acceleration factors, we
compute the predicted daily failure rates and depict them
with the red curve. These results show that our model is
accurate: from the red curve, we compute the predicted
disk AFR for P1 and P4 to be 3.04%, whereas the real
AFR for these populations is 3.18%.

As one would expect from Section 5.3, the relative hu-
midity contributes the most to the accuracy of the model.

Removing the temperature components from the acceler-
ation factors shows that it accounts for only 8.12% of the
predicted AFR. Previous models (which are based solely
on temperature) predict no increase in failure rates with
respect to a baseline of 1.5%. Thus, models that do not
account for relative humidity severely underestimate the
corresponding failure rates.

7 Design Lessons

We next derive design lessons for servers and datacen-
ters. We start by using our acceleration model to discuss
different server layouts, and then discuss the implications
of our findings to the placement, design, and manage-
ment of datacenters.

Server design lessons. Our discussion of server designs
relies on two main observations: (1) high relative humid-
ity tends to produce more disk failures, as we have seen
so far; and (2) higher temperature leads to lower relative
humidity, given a constant amount of moisture in the air.
These observations suggest that the layout of the disks
within a server blade or enclosure may have a significant
impact on its reliability in free-cooled datacenters.

To see this, consider Figure 8, where we present three
possible layouts for a two-socket server blade. Our
dataset has examples of all these layouts. In Figures 8(a)
and (c), the disks are not exposed to the heat generated
by the processors and memory DIMMs. This means that
the relative humidity to which the disks will be exposed
is roughly the same as that in the server’s air inlet. In con-
trast, in Figure 8(b), the disks will be exposed to lower
relative humidity, as they are placed downstream from
the processors and DIMMs. The difference in relative
humidity in this layout can be significant.

To demonstrate this difference, we consider the inlet
air temperature and relative humidity data from CD3, in
which the server blades have the layout of Figure 8(b).
This datacenter exhibits average inlet air temperatures
of 19.9◦C, leading to a much higher air temperature of
roughly 42◦C at the disks. Given these temperatures and
an average inlet relative humidity of 44.1%, psychomet-
rics calculations show that the average relative humidity
at the disks would be only 13%. This is one of the rea-
sons that CD3 exhibits such a low AFR. In fact, given
this adjusted temperature and relative humidity, our ac-
celeration model produces an accurate prediction of the
AFR: 1.75% versus the real AFR of 1.8%.

In contrast with CD3, HH1 uses server blades with the
layout in Figure 8(a). As HH1 exhibits a wider range of
temperatures and relative humidities than CD3, we com-
pute what the maximum relative humidity at any disk
across the entire range of air temperatures would be at
the back to the servers. The maximum values would be
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Figure 8: The server blade designs. Server designs with disks
near the air exhaust lower their AFRs.

27% and 54.4◦C at the disks. These values suggest that
relative humidity should no longer have an impact on the
AFR, while temperature should have a stronger impact.
Overall, our model predicts AFR = 2.7%, instead of the
actual AFR = 3.1% with disks in the front. Thus, chang-
ing the server layout in HH1 would decrease the impor-
tance of the relative humidity, increase the importance of
temperature, but still produce a substantially lower AFR.

Obviously, placing disks at the back of servers could
cause other components to experience higher relative hu-
midity. Memory DIMMs would perhaps be the most rel-
evant concern, as they also have exposed connectors. To
prevent increases in AFR, DIMMs may be placed down-
stream from CPUs, which are the components most re-
sponsible for lowering relative humidity. Clearly, the full
AFR and cost implications of the different layouts need
to be understood, especially in free-cooled datacenters.

Datacenter lessons. As we argue in Section 5.4, free
cooling reduces capital and operational cooling expenses
significantly compared to other approaches. These sav-
ings may come at the cost of higher AFRs, depending on
the outside environmental conditions at the datacenter’s
location. Fortunately, the server design lessons above
suggest that organizations can lower the disk AFR of
their hot and humid datacenters by simply using server
designs in which the disks are placed in the back.

In fact, since high relative humidity seems much more
harmful than high temperature, operators may consider
running their datacenters somewhat hotter in the summer,
instead of increasing the relative humidity to keep the
temperature lower. Obviously, this has to be done care-
fully, since our observations and inferences apply only to
the conditions that our datacenters have experienced.

Another important lesson involves data availabil-
ity/reliability. Clearly, a higher disk AFR could require
the datacenter software (i.e., its online services and/or
management systems) to manage data redundancy more
aggressively. Fortunately, this does not pose a serious
problem for at least two reasons: (1) in large datacenters
with hundreds of thousands of hardware components,
failures are a common occurrence, so software is already
capable of tolerating them via data redundancy within
or across datacenters; (2) the increases in disk AFR that
may result from using free cooling at challenging loca-
tions (roughly 3x in our dataset) are not large enough
that they would threaten the reliability of data stored by
these datacenters. In the worst case, the software would
add slightly more redundancy to the data (disk space has
negligible cost per bit, compared to other TCO factors).
Nevertheless, if software cannot manage the impact of
the higher AFRs, datacenter operators must tightly con-
trol the relative humidity and site their datacenters in lo-
cations where this is more easily accomplished.

8 Conclusions

In this paper, we studied the impact of environmental
conditions on the reliability of disk drives from nine data-
centers. We also explored the tradeoffs between environ-
mental conditions, energy consumption, and datacenter
costs. Based on these analyses, we proposed and vali-
dated a new disk lifetime model that is particularly use-
ful for free-cooled datacenters. Using the model and our
data, we derived server and datacenter design lessons.

Based on our experience and observations, we con-
clude that high relative humidity degrades reliability sig-
nificantly, having a much more substantial impact than
temperature or temperature variation. Thus, the design of
free-cooled datacenters and their servers must consider
the relative humidity to which components are exposed
as a first-class issue. Organizations that operate datacen-
ters with different cooling technologies in multiple ge-
ographies can select the conditions under which their ser-
vices strike the right tradeoff between energy consump-
tion, hardware reliability, cost, and quality of service.
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